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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

See Attached

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 2

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 10-Aug-2006

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X W91248-06-Q-0030

X 9B. DATED (SEE ITEM 11)
19-Jul-2006

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:

D. OTHER (Specify type of modification and authority)

E. IMPORTANT:   Contractor is not,   is required to sign this document and return copies to the issuing office.

14. DESCRIPTION OF AMENDMENT/MODIFICATION  (Organized by UCF section headings, including solicitation/contract subject matter
 where feasible.)
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0001
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
 
 
The following items are applicable to this modification:    
        DESCRIPTION OF AMENDMENT 
Solicitation W91248-06-Q-0030, Removal of Old and Replacement of Existing Fire Alarm Systems in Bldg 7179, 
Fort Campbell, KY is amended as follows: 
 

A. Closing date is changed to read:  21 Aug 2006, 1pm CST. 
 

B.   Questions/Answers pertaining to the solicitation:   
 
Question 1:  Considering the limited size of this system is a conventional zone (10 zone) sytem acceptable 
or will the requirement be an addressable one?  Answer 1:  Yes, a conventional 10 zone system is 
acceptable. A Fire Lite 1024 or approved equal should be used.   
 
Question 2:  Duct smoke detectors for air-handler in mechanical room not indicated on plan.  Answer 2:  
Duct Smoke Detector on the supply side only is to be included; duct detector shall send trouble signal and 
shut down air handler.   
 
Question 3:  Strobe light in men’s RR not indicated on drawing?  Answer 3:  This is an oversight; the 
revised (Sht 1 revision 2) drawing indicates one in male latrine and also smokes in the office spaces.   
 
Question 4:  If smoke detectors are to be used in the two smaller shop areas, will spacing requirements 
(typically 30 ft. spacing) be de-rated to 25-27 ft. because of lay-in ceiling height?  If so, these two spaces 
may require 1 additional smoke per space.  Answer 4:  Heat detectors are to be used in all shop areas, 
spacing and quantities shall be IAW NFPA 72 chapter 5 and Table 5.6.5.5.1.   
 
Question 5:  For the larger shop space, the ceiling is  in the 14 ft. high proximity, so for heat detectors or 
smoke detectors, will a spacing reduction apply here also and how much?  Answer 5:  Heat detectors are to 
be used in all shop areas, spacing and quantities shall be IAW NFPA 72 chapter 5 and Table 5.6.5.5.1.   
 
Question 6:  For the welding shop, ceiling/roof is about 16 ft.; spacing reductions; how much for heat 
detectors or for smokes; detectors to be mounted at roof deck elevation?  Answer 6:  Heat detectors are to 
be used in all shop areas, spacing and quantities shall be IAW NFPA 72 chapter 5 and Table 5.6.5.5.1.   
 
Question 7:  Use NFPA 72 detector spacing reductions (NFPA 72, 2002) charts?  Answer 7:  Yes.   
 
 
 
Question 8:  NFPA 72 requires smoke at fire panel location; not on plan?  Answer 8:  The drawings are 
for guidance only, System design will be IAW NFPA 72, UFC 3-600-01 and Ft. Campbell requirements.   
 
Question 9:  Are Ft. Campbell’s normal installer / designer requirements to apply (i.e Tn. or Ky. State 
Alarm licensing, or will written specs sections 1.3.7.2 and 1.3.7.3 apply ?  Answer 9:  Compliance with 
Tennessee and /or Kentucky state requirements will be recognized as equal to specification references. 

 
C.  See attached revised drawings:  7179 SHT 2 Revised and Sht 1 Revision 2. 
 

 D.  All other terms and conditions remain unchanged. 
 
Contract Specialist:  Tracy R. Mueller, 270-798-7833, tracy.mueller@us.army.mil, Fax:  270-798-3987 Contracting 
Officer:  Angela Jacobs, 270-798-0380 
 
(End of Summary of Changes)  



F

F

H

S
F

FIRE ALARM MANUAL PULL STATION

FIRE ALARM VISUAL STROBE LIGHT AREA SMOKE DETECTOR

HEAT DETECTOR - FIXED/RATE OF RISE

FIRE ALARM HORN WITH VISUAL STROBE LIGHT

S

H

H

H

H

H

F

F

F

F

F

F F

F

F

F

F

F

F

F

FF

F

P
R

O
J
E

C
T

 R
E

V
IE

W
E

D
 A

N
D

 W
IL

L
 N

O
T

 R
E

S
U

L
T

 I
N

 A
D

V
E

R
S

E
 E

N
V

IR
O

N
M

E
N

T
A

L
 I

M
P

A
C

T
, 
C

O
D

E

B
Y

D
E

S
C

R
I
P

T
I
O

N
D

A
T

E
R

E
V

IS
IO

N

P
r
o
j
e
c
t
 
N

o
.

P
u
b
li

c
 W

o
r
k
s
 -

 F
o
r
t 

C
a
m

p
b
e
ll

D
I
R

E
C

T
O

R
, 

P
U

B
L

I
C

 W
O

R
K

S
 B

U
S

I
N

E
S

S
 C

E
N

T
E

R
S

R
. 
E

N
G

R
.

A
P

P
R

O
V

E
D

C
H

E
C

K
E

D
 B

Y

T
R

A
C

E
D

 B
Y

D
R

A
W

N
 B

YS
C

A
L

E

OF SHT.SHT.

DRAWING NUMBER

DATE

R
E

P
L

A
C

E
 F

I
R

E
 A

L
A

R
M

 

B
 D

O
L

L

F
E

 
2
1
0
9
2
 
5
J

B
U

I
L

D
I
N

G
 7

1
7
9

JULY 2005

FACP FIRE ALARM CONTROL PANEL
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Enlarged Mechanical Room

1. Install Government Supplied King Fisher Transmitter near new FACP
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2. Install weatherproof strobe on outside of building
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3. Fire Department shall provide preferred location for outside strobe
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